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CITY OF CARROLLTON 
 

Water Conservation and Drought Contingency Plan 

1. INTRODUCTION AND OBJECTIVES 
 

Conserving water and avoiding water waste are important for the long-term sustainability 

of the community even in times of abundant rainfall.  The City of Carrollton recognizes 

that water is an essential resource for sustaining the growth and vitality of the city, the 

region and the State of Texas.  This plan describes both the city’s long-term commitment 

to conserving water resources for future generations as well as the need to manage water 

demands during short-term conditions when water supplies are limited.   
 

The City of Carrollton purchases treated drinking water from the City of Dallas, Dallas 

Water Utilities (DWU).  This Water Conservation and Drought Contingency Plan has 

been adopted as a comprehensive set of strategies and regulations regarding the 

consistent delivery and efficient use of water.  The objective is to conserve the available 

water supply and to protect the integrity of the city’s infrastructure for domestic water 

supply, sanitation, and fire protection, as well as protect and preserve public health, 

welfare, and safety.  It is also the intent of the plan to minimize the adverse impacts of 

water supply shortage or other water supply emergency conditions.  The Best 

Management Practices outlined in this plan have all been implemented and are well 

established as daily operational practices. 
 

The authority to implement and enforce the Water Conservation and Drought 

Contingency Plan is established in Sec. 52.020 of the Carrollton City Code.  The scope of 

authority applies to all persons and premises who obtain water directly or indirectly from 

the city.   

Recognizing the need for efficient use of existing water supplies, the Texas Commission on 

Environmental Quality (TCEQ) has developed guidelines and requirements governing the 

development of water conservation and drought contingency (emergency response) plans for 

public water suppliers.  The City of Carrollton has adopted this plan pursuant to TCEQ 

guidelines and requirements (Appendix B).   

The objectives of the Water Conservation Plan are to: 

 reduce water consumption; 

 reduce the loss and waste of water; 

 improve efficiency in the use of water; and extend the life of current regional water 

supplies by reducing the rate of growth in per capita demand. 

The objectives of the Drought Contingency Plan are to: 

 conserve the available water supply in times of drought and emergency; 

 maintain supplies for domestic water use, sanitation, and fire protection; 

 protect and preserve public health, welfare, and safety; 

 minimize the adverse impacts of water supply shortages;  and 

 minimize the adverse impacts of emergency water supply conditions. 
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2. DEFINITIONS 

In the Water Conservation and Drought Contingency Plan, the following definitions 

apply: 

Aesthetic water use:  water use for ornamental or decorative purposes such as fountains, 

reflecting pools and water gardens. 

Aquatic Life: an organism dependent upon an aquatic environment to sustain its life. 

Athletic Fields: grounds designated for sports and athletic practices and contests 

including parks, schools (public and private), municipal and privately owned. 

Automatic Irrigation System: a custom-made, site specific system of delivering water 

generally for landscape irrigation via a system of pipes or other conduits installed below 

ground that will automatically cycle water using landscape sprinklers according to a 

preset program, whether on a designated timer or through manual operation. 

Commercial use:  The use of water by a place of business, such as a hotel, restaurant, or 

office building.  This does not include multi-family residences or agricultural, industrial, 

or institutional uses. 

Conservation: those practices, techniques, and technologies that reduce the consumption 

of water, reduce the loss or waste of water, improve efficiency in the use of water, or 

increase the recycling and reuse of water so that a supply is conserved and made 

available for future or alternative uses. 

Contamination: a naturally occurring or man-made element which compromises the 

safety of the water supply. 

Customer: any person, company, entity or organization using water supplied by the City 

of Carrollton.  

Delivery capacity: refers to the maximum amount of water that can be delivered to 

customers when considering the limitation of the system components such as sources, 

treatment, storage, transmission, or distribution, individually and in combination with 

each other when operating at their designed capacity. 

Domestic water use: water used for household, personal, or sanitary purposes such as 

drinking, cooking, bathing, and cleaning a residence, business, industry, or institution. 

Drip Irrigation: micro irrigation with low volume and low pressure release of water 

through point source emitters or pressure compensating in-line drip emitters 

DWU: Dallas Water Utilities 

Even number address: street addresses (e.g. 120 Magnolia St.), box numbers, or rural 

postal route numbers (e.g. RR 2 Box 9802) ending in 0, 2, 4, 6, or 8 and locations without 

addresses. 

Foundation Watering: the application of water using a hand-held hose, soaker hose or 

drip irrigation system placed within 24 inches of the foundation, which does not produce 

a spray above ground or result in water run-off. 
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Golf Course: a commercial or governmental property made up of greens, tees, fairways 

and related areas which are irrigated and landscaped for the purposes of playing golf 

Hand watering: The application of water for irrigation purposes through a hand-held 

water hose, watering can or bucket. 

Hose-end Sprinkler: a device through which water flows from a hose to a sprinkler to 

water any lawn or landscape. 

Industrial water use: The use of water in processes designed to convert materials of a 

lower order of value into forms having greater usability and commercial value, and the 

development of power by means other than hydroelectric, but does not include 

agricultural use. 

Institutional use: The use of water by an establishment dedicated to public service, such 

as a school, university, church, hospital, nursing home, prison or government facility.  All 

facilities dedicated to public service are considered institutional regardless of ownership. 

Landscape irrigation use: water used for the irrigation and maintenance of landscaped 

areas, whether publicly or privately owned, including residential and commercial lawns, 

gardens, golf courses, parks, and rights-of-way and medians 

New landscape: vegetation installed at the time of the construction of a new house, new 

multi-family building, or a new commercial building; installed as part of a capital 

improvement project; or vegetation which alters more than one half the area of an 

existing landscape; and has been installed for less than thirty (30) days. 

Non-essential water use: – water uses that are neither essential nor required for the 

protection of public health, safety, or welfare, including: 

 irrigation of landscape areas, including parks, athletic fields, and golf courses, where 

otherwise provided under the Water Conservation and Drought/Emergency Response  

Plan; 

 washing of any motor vehicle, boat, or trailer; 

 washing or rinsing of any sidewalk, walkway, driveway, parking lot, tennis court, or 

other hard-surfaced area; 

 washing of buildings or structures for purposes other than immediate fire protection; 

 flushing gutters or permitting water to run or accumulate in any gutter, alley or street; 

 filling, refilling, or adding water to any indoor or outdoor swimming pool or spa; 

 operating a fountain or pond for aesthetic or scenic purposes except where necessary 

to support aquatic life. 

Ornamental Fountain: an artificially created structure from which a jet, stream, valves and 

emission devices or flow of water emanates and is not typically utilized for the preservation 

of aquatic life. 

Odd Numbered Address: street addresses (e.g. 121 Magnolia St.), box numbers, or rural 

postal route numbers (e.g. RR 2 Box 9803) ending in 1, 3, 5, 7, or 9 
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Person: any individual, partnership, co-partnership, firm, company, corporation, association, 

joint stock company, trust, estate, governmental entity or any other legal entity, or their legal 

representative, agents or assigns and includes the owner, occupant, lessee, or manager of a 

property 

Potable Water: water that is suitable for drinking by the public. 

Raw Water: water that is not intended or suitable for drinking and has not been approved for 

human consumption.  

Recreational Water Use: water used for leisure and entertainment purposes. Examples 

include but are not limited to swimming pools, Jacuzzi-type pools, water theme parks, 

wading pools and water toys. 

Reduced Delivery Capacity: refers to the maximum amount of water that can be delivered to 

customers when considering reductions of delivery capacity based on scheduled shutdowns 

of infrastructure and/or unforeseen shutdowns of infrastructure, such as line breaks, 

equipment failure, etc.  

Retail Customers:  non-wholesale customers.  

Soaker Hose: a permeable garden-type hose that is laid above ground that provides 

irrigation at a slow and constant rate. 

Swimming Pool: a structure that is used for swimming, bathing, or water play, including all 

equipment and appurtenant facilities.  

Vehicle Wash Facility: a permanently-located business that washes vehicles or other mobile 

equipment with water or water-based products, including but not limited to self-service car 

washes, full service car washes, roll-over/in-bay style car washes, and facilities managing 

vehicle fleets or vehicle inventory. 

Wholesale Treated Water Customer: any water supplier that receives all or a portion of its 

treated water supply directly or indirectly from DWU. 

Untreated water customer: any person, company, organization or water supplier buying 

non-potable water from DWU. 



CITY OF CARROLLTON WATER CONSERVATION AND DROUGHT CONTINGENCY PLAN 

 

5 
 

3. TEXAS COMMISSION ON ENVIRONMENTAL QUALITY RULES 

3.1 Conservation Plans 

The TCEQ rules governing development of water conservation plans for public water 

suppliers are contained in Title 30, Part 1, Chapter 288, Subchapter A, Rule 288.2 of the 

Texas Administrative Code, which is included in Appendix B.  For the purpose of these 

rules, a water conservation plan is defined as: 

 “A strategy or combination of strategies for reducing the volume of water withdrawn from 

a water supply source, for reducing the loss or waste of water, for maintaining or improving 

the efficiency in the use of water, for increasing the recycling and reuse of water, and for 

preventing the pollution of water. A water conservation plan may be a separate document 

identified as such or may be contained within another water management document(s).”   

According to TCEQ rules, water conservation plans for public water suppliers must have a 

certain minimum content (Section 1), must have additional content for public water 

suppliers that are projected to supply 5,000 or more people in the next ten years (Section 2), 

and may have additional optional content (Section 3). 

Annually, the City of Carrollton will submit a Water Conservation Annual Report to TCEQ 

and the TWDB by May 1
st
 each year. 

3.2 Drought Contingency (Emergency Response) Plans 

The TCEQ rules governing development of drought contingency plans for public water 

suppliers are contained in Title 30, Part 1, Chapter 288, Subchapter B, Rule 288.20 of the 

Texas Administrative Code, which is included in Appendix B.  For the purpose of these 

rules, a drought contingency plan is defined as: 

“A strategy or combination of strategies for temporary supply and demand management 

responses to temporary and potentially recurring water supply shortages and other water 

supply emergencies. A drought contingency plan may be a separate document identified as 

such or may be contained within another water management document(s).” 

The Drought Contingency (Emergency Response) Plan for the City of Carrollton is 

contained in Section 7. 
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4. WATER CONSERVATION PLAN 

The minimum requirements in the Texas Administrative Code for water conservation plans 

for public drinking water suppliers covered in this report are as follows: 

 §288.2(a)(1)(A) – Utility Profile – Section 4.1 and Appendix C 

 §288.2(a)(1)(B) – Record Management System– Section 4.2 

 §288.2(a)(1)(C) – Specification of Goals – Section 4.3 

 §288.2(a)(1)(D) – Accurate Metering – Sections 4.4 

 §288.2(a)(1)(E) – Meter Testing and Repair – Section 4.5 

 §288.2(a)(1)(F) – Determination and Control of Unaccounted Water – Section 4.6 

 §288.2(a)(1)(G) – Public Education and Information Program – Section 4.7 

 §288.2(a)(1)(H) – Non-Promotional Water Rate Structure – Section 4.8 

 §288.2(a)(1)(J) – Means of Implementation and Enforcement – Section 4.10, 

Appendix D, and Appendix E 

 §288.2(a)(1)(K) – Coordination with Regional Water Planning Group – Section 4.11 

and Appendix F 

4.1 Utility Profile 

Appendix C to this water conservation plan is a water utility profile for the City of 

Carrollton.  Table 4.1 summarizes key facts from the Water Utility Profile. 

4.2 Record Management System 

As required by TAC Title 30, Part 1, Chapter 288, Subchapter A, Rule 288.2(a)(1)(B), the 

record management system for the City of Carrollton records water received, water pumped, 

water delivered, and water sold; estimates water losses; and allows for the separation of 

water sales and uses into residential (both single family and multi-family), commercial, 

public/institutional, and industrial categories.  This information will be included in an annual 

conservation report, as described in Section 6.3. 

4.3 Specification of Water Conservation Goals 

Table 4.2 shows historical water use data in gallons per capita per day (GPCD) which 

includes all categories of water users  (residential, commercial, institutional and industrial) 

in the City of Carrollton.  Baseline data for setting water conservation goals is based on an 

average of the past 5 years total GPCD.  Historical Residential GPCD data is outlined in the 

Utility Profile (Appendix C).  5-year and 10-year goals are based on a reduction of total 

GPCD by up to one percent as measured on historical 5 and 10 year averages for the next 

reporting cycle (2014 – 2019). 
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Table 4.1  

Water Utility Profile Summary 

 

 Water Service Area  = 37 square miles 
 

Miles of Distribution Pipe = 553.6 miles 
 

Water Supply Source(s): City of Dallas – Dallas Water Utilities 
 

Population: 

 2000 population   = 109,576 

 2013 population  = 122,280 

 2060 population    = 129,185 (*Projected) 
 

Connections: 

 Current Connections = 52,543 in 2013 

 Total Increase in Connections in Last 3 Years = 775 
 

Water Use Information: 

Year 
System Input 

(Gallons) 
Population 

Total Gallons  

per Capita per 

Day (GPCD) 

Unaccounted 

For Water 

Peak Day to 

Average Day 

2009 7,210,837,000 120,600 164 348,555,000 1.87 

2010 7,514,870,000 122,100 169 499,173,000 1.92 

2011 8,214,213,000 119,370 189 390,764,000 2.00 

2012 7,761,563,000 121,150 176 450,891,000 1.93 

2013 7,191,609,000 122,280 161 271,120,100 1.97 

 

Treatment and Distribution System: 

 DWU Delivery Capacity = 41 million gallons per day 

Elevated storage    = 11.5 million gallons 

 Ground storage    = 36.5 million gallons 
 

 

Total Annual Wastewater Flow = 3,184,000,000 gallons in 2013. 

  

 *Population projections are provided by Region C Water Planning Group 

The TWDB projections include the impact of low-flow plumbing fixtures and water 

conservation measures that have been enacted through building code amendments and state 

and federal legislation but do not include the effect of water conservation measures 

recommended in this plan.  Table 4.2 shows the projected per capita water use after 

implementation of this water conservation and drought contingency plan. 

In adopting this Plan, the City of Carrollton has established a goal of reducing total gallons 

per capita per day water consumption by up to one percent as measured on historical five 

and ten year averages as shown in Table 4.2. 
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Table 4.2  

Historical Total Per Capita Use and Water Conservation Goals 

Historical Water Use Data 

Description Year Total GPCD 
Residential 

GPCD 

Historical Per Capita Use 1999 221 - 

* Indicates drought conditions 

**Based on 5 year average 

2000 208 - 

2001 202 - 

2002 189 - 

2003 199 - 

2004 157 - 

*2005 200 - 

*2006 221 - 

2007 170 - 

2008 189 - 

 2009 164 105 

 2010 169 110 

 *2011 189 124 

 2012 176 115 

 2013 161 109 

 

5 and 10 Year Targets for Water Conservation Goals 

 

Historic 5 Year 

Average 
**Baseline 

5 Year Goal 

for year 2019 

10 Year Goal 

for year 2024 

Total GPCD 172 172 170 168 

Residential GPCD 113 113 110 108 

Water Loss (GPCD) Less than 9 Less than 9 Less than 9 Less than 9 

Water Loss (Percentage) Less than 5% Less than 5% Less than 5% Less than 5% 
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The city’s water conservation goals include the following: 

 Maintain the city’s ongoing meter replacement program (Section 4.5). 

 Keep the level of unaccounted water in the system less than 10 percent. (Section 

4.6). 

 Raise public awareness of water conservation and encourage responsible public 

behavior through a public education and information program (Section 4.7). 

 Improve efficiency in landscape irrigation through implementation and enforcement 

of a landscape water management ordinance (Section 6.2). 

 Decrease outdoor water use by implementing a landscape irrigation system 

assistance program (Section 6.4). 

 Improve efficiency in industrial, commercial, and institutional (ICI) water use by 

implementing a general ICI rebate program (Section 6.5). 

4.4 Accurate Metering of Raw Water Supplies and Treated Water Deliveries 

The City of Carrollton meters treated water deliveries to the distribution system from the 

city of Dallas.  Each meter has an accuracy of plus or minus 5 percent.  The meters are 

calibrated on a semiannual basis by City of Carrollton personnel to maintain the required 

accuracy and are repaired and/or replaced as needed. 

4.5 Metering of All Water Use and Meter Testing, Repair, and Replacement 

Water usage for all customers of the City of Carrollton, including public and governmental 

users, is metered.   

As part of this water conservation plan, the City of Carrollton tests all customer meters 

removed from service.  The information developed from this practice will form the basis for 

a meter replacement program.  Meters registering any unusual or questionable readings are 

tested and replaced. 

4.6 Determination and Control of Unaccounted Water 

Unaccounted water is the difference between water delivered by the city of Dallas and 

metered deliveries to customers.  Unaccounted water can include several categories: 

 line flushing; 

 inaccuracies in customer meters (customer meters tend to run more slowly as they 

age and under-report actual use); 

 losses due to water main breaks and leaks in the water distribution system; 

 theft; 

 firefighting; 
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 inaccuracies of wholesale meters (plus or minus 5%); 

 inaccuracies of internal meters (plus or minus 5%);  and 

 other unmetered uses. 

The City of Carrollton conducts water audits in accordance with the TWDB and AWWA 

guidelines published in Water Audits and Leak Detection (M36). 

As shown in Appendix C, unaccounted water for the City of Carrollton has varied from 1% 

to 7% in the last five years.  With the measures described in this plan, it is the goal of the 

City of Carrollton to maintain the unaccounted water below 10% annually. 

4.7 Continuing Public Education and Information Program 

The continuing public education and information campaign on water conservation for the 

City of Carrollton includes the following elements: 

 Promote the city’s water conservation measures (presented in Sections 4, 5, and 6). 

 Develop utility bill inserts for conservation messaging at least twice per year.  Inserts 

may include material developed by City of Carrollton staff, Dallas Water Utilities, 

the American Water Works Association, TWDB, TCEQ, and other sources. 

 Notify local organizations, schools, and civic groups that City of Carrollton staff 

members are available to make presentations on the importance of water 

conservation and ways to save water. 

 Promote the Texas SmartScape program, by providing public information brochures, 

and other water conservation materials available to the public. 

 Provide current information on water conservation online at 

http://www.cityofcarrollton.com/water and include links to the Texas SmartScape 

website, savedallaswater.com, epa.gov/watersense and other beneficial resources. 

 Water Conservation Committee to review conservation efforts annually and research 

new technologies related to water conservation. 

4.8 Non-Promotional Water Rate Structure 

With the intent of encouraging water conservation and discouraging waste and excessive use 

of water, the City of Carrollton has adopted a seasonal increasing block rate water structure 

where the unit price of water increases with increasing water use during the months of May 

through September.  During the next water rate review, the Conservation Committee will 

recommend expanding the seasonal water rate from April through October.  This change 

will bring our plan in line with the Dallas Water Utilities seasonal water demand strategies.  

Current water rates are shown in Table 4.3. 
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Table 4.3  

Monthly Customer Charges 

Current Rates as of January 2014 
Subject to change per City Council action 

 

Single-family residential use 

For meter readings taken in the months of May through September: 

Å First 2,000 gallons, minimum ..........................................$ 10.63 

Å All use over 2,000 gallons, per 1,000 gallons ..................$ 2.66 

For meter readings taken in the months of May through September: 

Å First 2,000 gallons, minimum ..........................................$ 10.63 

Å Next 8,000 gallons, per 1,000 gallons..............................$ 2.66 

Å All use over 10,000 gallons, per 1,000 gallons ................$ 3.58 

Å All use over 25,000 gallons, per 1,000 gallons ................$ 4.49 

 

Commercial (including apartments and portable meters), industrial and irrigation 

minimum monthly charges, including the first 2,000 gallons of use: 

Å 5/8” meter.........................................................................$ 10.63 

Å 1” meter ............................................................................$ 16.38 

Å 1.5” meter .........................................................................$ 25.99 

Å 2” meter ............................................................................$ 37.50 

Å 3” meter ............................................................................$ 68.21 

Å 4” meter ............................................................................$ 102.75 

Å 6” meter ............................................................................$ 198.73 

Å 8” meter ............................................................................$ 313.91 

Å 10” meter ..........................................................................$ 448.26 

 Fire Line – regardless of size ..........................................................$ 57.90 

Irrigation use: 

Å First 2000 gallons included in the minimum charge                                   
Å Next 23,000 Gallons, per 1,000 .......................................$      2.63 

Å Next 25,000 Gallons, per 1,000 .......................................$ 3.15 

Å Next 50,000 Gallons, per 1,000 .......................................$ 3.55 

Å Next 100,000 Gallons, per 1,000 .....................................$ 4.02 

Å    All use over 200,000 gallons per 1,000 gallons ...............$ 4 .49 

Commercial use (including apartments and portable meters): 

Å All use over 2,000 gallons, per 1,000 gallons ..................$ 1.81 

Industrial use - Industrial use rates for water service will apply to customers in the 

business of assembly or manufacturing of goods and for which water usage equals 

or exceeds 750,000 gallons per month for nine out of twelve months in a year: 

Å All use over 2,000 gallons, per 1,000 gallons ..................$ 1.52 
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4.9 Implementation of Seasonal Water Demand Strategies 
 

A person who obtains water directly or indirectly from the City of Carrollton shall 

comply with the following seasonal time-of-day watering requirements. 
 

Use of a permanently installed automatic irrigation system is prohibited between the 

hours of 10:00 a.m. and 6:00 p.m. from April 1 through October 31 of any year.  This 

restriction does not apply to irrigation: 
 

 of a new landscape for the first 60 days; or 
 

 during installation, repair or testing of a new or existing irrigation system only if 

the person conducting the testing is present;  
 

 for nursery stock including potted plants, shrubs, and trees at a commercial plant 

nursery. 
 

 

A further reduction of water use is encouraged through voluntary landscape irrigation no 

more than two (2) days per week based on the last digit of the service address according 

to the following schedule of outdoor water use days: 

Table 4.4  

Twice Per Week Watering Schedule 

 

Last Digit of Address Allowed Landscape Watering Days 

1, 3, 5, 7, 9 Saturday and Wednesday 

0, 2, 4, 6, 8 Sunday and Thursday 

 

 

On the above voluntary schedule there would be no watering on Mondays, Tuesdays and 

Fridays.  Apartments, warehouses, or other building complexes containing multiple 

addresses will be identified by the lowest number.  Where there are no numbers, one will 

be assigned by the city manager or his/her designee. 

Outdoor irrigation is permitted: 

 by a hand-held hose, or a hand-held bucket at any time during the day or night; 

 by a hose end sprinkler, a soaker hose, or drip irrigation, from 12:00 midnight to 

10:00 a.m. and from 6:00 p.m. to 12:00 midnight on an outdoor water use day; or 

 by a permanently installed automatic irrigation system from 12:00 midnight to 

10:00 a.m. and from 6:00 p.m. to 12:00 midnight on an outdoor water use day. 

Washing a sidewalk, driveway, parking area, street, alley, tennis court, patio, or other paved 

area, is discouraged except to alleviate an immediate health or safety hazard. 



CITY OF CARROLLTON WATER CONSERVATION AND DROUGHT CONTINGENCY PLAN 

 

13 

 

Table 4.5     

Once Per Week Watering Schedule 

(For Drought Contingency Plan Stages 1&2) 

 

Last Digit of Address Allowed Landscape Watering Days 

1, 3 Monday 

0, 2 Tuesday 

5, 7 Wednesday 

4, 6 Thursday 

9 Friday 

8 Saturday 

Sunday – No Watering (Storage Recovery Day) 

 

4.10 Implementation and Enforcement of the Water Conservation Plan 

Appendix D contains a copy of the ordinance of the City of Carrollton City Council 

adopting this Water Conservation and Drought Contingency (Emergency Response) Plan.  

The ordinance designates responsible officials to implement and enforce the Water 

Conservation and Drought Contingency Plans.  Appendix E, the Landscape Water 

Management ordinance for the City of Carrollton, also includes information about 

enforcement. 

Mandatory time-of-day water use restrictions outlined in Seasonal Water Demand Strategies 

will be enforced by Notices of Violation and penalties as follows: 

 On the first violation, customers will be given a written notice of violation of the 

mandatory time-of-day water use restriction. 

 On the second and subsequent violations, citations may be issued to customers, with 

fines not to exceed $2,000 per day. 

 After two violations have occurred, the City of Carrollton may install a flow 

restrictor in the line to limit the amount of water that may pass through the meter in a 

24-hour period. 

 After three violations have occurred, the City of Carrollton may terminate water 

service to the customer. 
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4.11 Coordination with Regional Water Planning Group 

Appendix F includes a copy of a letter sent to the Chair of the Region C Water Planning 

Group with this Water Conservation and Drought Contingency Plan. 

5. ADDITIONAL REQUIRED WATER CONSERVATION PLAN CONTENT 

Title 30 of the Texas Administrative Code also includes additional requirements for water 

conservation plans for public drinking water suppliers that serve a population of 5,000 

people or more and/or a projected population of 5,000 people or more within the next ten 

years: 

 §288.2(a)(2)(A) – Leak Detection, Repair, and Water Loss Accounting – Sections 

4.5, 5.1, and 6.3 

 

5.1 Leak Detection and Repair; Pressure Control 

Measures to control unaccounted water are part of the routine operations of the City of 

Carrollton.  Meter readers watch for and report signs of illegal connections so they can be 

addressed quickly. Crews look for and report evidence of leaks in the water distribution 

system.   Billing staff monitors all meter reads for unusual consumption trends to help 

identify possible leaks.  Maintenance crews respond quickly to repair leaks reported by the 

public and city personnel.  Areas of the water distribution system where numerous leaks and 

line breaks occur are targeted for replacement as funds are available. 

To further reduce water losses, the City of Carrollton maintains a proactive water loss 

program. As part of this program, the city responds to reports of leaks within 24 hours and 

operates four pressure zones according to topography of the service area. 

6. OPTIONAL WATER CONSERVATION PLAN CONTENT 

TCEQ rules also list optional conservation strategies, which may be adopted by suppliers to 

achieve the stated goals of the plan.  The following optional strategies are listed in the rules 

and included in this plan: 

 §288.2(a)(1)(H) – Conservation Oriented Water Rates – Section 4.8 

 §288.2(a)(3)(B) – Ordinances, Plumbing Codes or Rules on Water-Conserving 

Fixtures – Section 6.1 

 §288.2(a)(3)(E) – Pressure Control and/or Reduction – Section 5.1 

 §288.2(a)(3)(F) – Landscape Water Management Ordinance – Section 6.2 and 

Appendix E 

 §288.2(a)(3)(G) – Monitoring Method – Section 6.3 
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In addition, the City of Carrollton will also pursue the following optional water conservation 

strategies that exceed those suggested in the rules: 

 Residential Landscape Irrigation System Assistance Program – Section 6.4 

 General ICI Rebate Program – Section 6.5 

6.1 Ordinances, Plumbing Codes, or Rules on Water-Conserving Fixtures 

The State of Texas has required water-conserving fixtures in new construction and 

renovations since 1992.  The state standards call for flows of no more than 2.2 gallons per 

minute (gpm) for faucets, 2.5 gpm for showerheads, and 1.6 gallons per flush for toilets.  

Similar standards are also required under federal law.  These state and federal standards 

assure that all new construction and renovations in the City of Carrollton will use water-

conserving fixtures. 

6.2 Landscape Water Management Ordinance 

As part of the development of this water conservation plan, the City of Carrollton adopted a 

Landscape Water Management ordinance (Appendix E).  This ordinance is intended to 

minimize waste in landscape irrigation.  The ordinance includes the following elements: 

 Requirement that all new irrigation systems include rain and freeze sensors and are 

capable of multiple programming. 

 Requirement that all new irrigation systems be in compliance with state design and 

installation regulations (Texas Administrative Code Title 30, Part 1, Chapter 344). 

 Prohibition of excess runoff to public rights-of-way. 

 Prohibition of use of poorly maintained sprinkler systems that waste water. 

 Prohibition of outdoor watering during any form of precipitation. 

 Prohibition of outdoor watering during freezing temperatures. 

 Enforcement of the ordinance by a system of Notices of Violation followed by fines 

for continued or repeat violations. 

6.3 Monitoring of Effectiveness and Efficiency - Annual Conservation Report 

The City of Carrollton will submit an annual conservation report to the Texas Water 

Development Board by May 1 each year.  The information for this report will be compiled 

by March 31 for the preceding calendar year and will be used by the city to monitor the 

effectiveness and efficiency of the water conservation program and to plan conservation 

related activities for the next year.  The report records the water use by category, per use, 

and unaccounted water for the current year and compares them to historical values. 
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6.4 Residential Landscape Irrigation System Assistance Program 

The City of Carrollton will provide assistance to residential customers to improve the 

efficiency of their existing irrigation system.  By improving the efficiency of an irrigation 

system, outdoor water usage can be reduced while maintaining a healthy landscape.  The 

City of Carrollton will offer the following landscape irrigation assistance programs: 

 Rain and freeze sensor (shut-off) device:  These sensors are available while supplies 

last and only for irrigation systems installed before 1/1/2006.  Sensors are limited to one 

per address. 

 Residential irrigation inspections:  Residential water customers with an in-ground 

irrigation system are eligible for irrigation inspections.  The service is provided by a 

licensed irrigation professional (city contractor).  Inspection includes reviewing the 

irrigation controller settings, checking for leaks and other system problems and 

providing water conserving tips on system maintenance.  Inspections are available to 

residential customers once every three years. 

Customers will be responsible for installation of all water conservation devices. 

6.5 General ICI Rebate Program 

The City of Carrollton encourages its industrial, commercial, and institutional (ICI) 

customers to convert to water-saving equipment and practices by rebating a portion of the 

acquisition and installation cost of new water-saving equipment installed on or after January 

1, 2006 based on funding available.  Examples of equipment changes that might be eligible 

for a rebate are: 

 Replacement of single-pass cooling systems with recirculating or air-cooling systems. 

 Reuse of high quality rinse water for landscape irrigation or for wash cycles in laundry 

equipment. 

 Improvements in manufacturing processes. 

 Installation of water-savings equipment in a car wash. 

The City will offer the following items per customer address: 

 Rain and freeze shut-off device. 

 Up to one-half the purchase price of water saving equipment (up to $5,000) not related 

to landscape irrigation. (Rebate dependent on review as stated in 6.6) 

6.6 ICI Rebate Review and Approval Process  

The city will use the following criteria for reviewing and approving the ICI rebate and 

approval process. 

 20 % reduction of water use according to Texas Water Development Board. 

 Twelve month review period after installation of equipment or implementation of 

processes. 

 Validation process will be enforced. 
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7. DROUGHT CONTINGENCY PLAN 

7.1 Introduction 

The purpose of this drought contingency response plan is: 

 To conserve the available water supply in times of drought and emergency; 

 To maintain supplies for domestic water use, sanitation, and fire protection; 

 To protect and preserve public health, welfare, and safety; 

 To minimize the adverse impacts of water supply shortages; and 

 To minimize the adverse impacts of emergency water supply conditions. 

7.2 State Requirements for Drought Contingency Plans 

This drought contingency plan is consistent with Texas Commission on Environmental 

Quality (TCEQ) guidelines and requirements for the development of drought contingency 

plans by public drinking water suppliers, contained in Title 30, Part 1, Chapter 288, 

Subchapter B, Rule 288.20 of the Texas Administrative Code.  This rule is included in 

Appendix B. 

TCEQ’s minimum requirements for drought contingency plans are addressed in the 

following subsections of this report: 

 §288.20(a)(1)(A) – Provisions to Inform the Public and Provide Opportunity for Public 

Input – Section 7.3 

 §288.20(a)(1)(B) – Provisions for Continuing Public Education/Information – Section 7.4 

 §288.20(a)(1)(C) – Coordination with the Regional Water Planning Group – Section 7.10 

 §288.20(a)(1)(D) – Criteria for Initiation and Termination of Drought Stages – Section 7.6 

 §288.20(a)(1)(E) – Drought and Emergency Response Stages – Section 7.6 

 §288.20(a)(1)(F) – Specific, Quantified Targets for Water Use Reductions – Section 7.6 

 §288.20(a)(1)(G) – Supply and Demand Management Measures for Each Stage – Section 

7.6 

 §288.20(a)(1)(H) – Procedures for Initiation and Termination of Drought Stages – Section 

7.6 

 §288.20(a)(1)(I) - Procedures for Granting Variances – Section 7.7 

 §288.20(a)(1)(J) - Procedures for Enforcement of Mandatory Restrictions – Section 7.8 

 §288.20(a)(2) – Consultation with Wholesale Supplier – Section 7.9 

 §288.20(a)(3)(b) – Notification of Implementation of Mandatory Measures – Section 7.5 

 §288.20(a)(3)(c) – Review and Update of Plan – Section 7.11 
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7.3 Provisions to Inform the Public and Opportunity for Public Input 

The City of Carrollton provided opportunity for public input in the development drought 

contingency plan by the following means: 

 Providing written notice of the proposed plan and the opportunity to comment on the 

plan by newspaper, posted notice, and notice on City of Carrollton’s web site, 

www.cityofcarrollton.com. 

 Making the draft plan available on City of Carrollton’s web site, 

www.cityofcarrollton.com. 

 Two public meetings to receive comments on the proposed plan. 

 

7.4 Provisions for Continuing Public Education and Information 

The City of Carrollton will inform and educate the public about its drought contingency 

(emergency response) plan by the following means: 

 Preparing a bulletin describing the plan and making it available at city hall and 

public libraries. 

 Making the plan available through the City of Carrollton web site. 

 Notifying local organizations, schools, and civic groups that City of Carrollton staff 

members are available to make presentations on the water conservation and the 

drought contingency plan. 

At any time that the drought contingency plan is activated or the drought response stage 

changes, the City of Carrollton will notify local media of the issues, the drought response 

stage, and the specific actions required of the public.  The information will also be published 

on the City of Carrollton web site.  Billing inserts will also be used as appropriate. 

7.5 Notification of Implementation of Mandatory Measures 
 

Initiation of Drought/Emergency Response Stages: 

The City Manager or his/her designee may order the implementation of a drought 

contingency (emergency response) stage when one or more of the trigger conditions for that 

stage is met.  The following actions will be taken when a drought (emergency response) 

stage is initiated: 

 The public will be notified through local media, website postings, message boards 

and other communication strategies as they are developed. 

 If any mandatory provisions of the drought contingency (emergency response) plan 

are activated, the City of Carrollton will notify the Executive Director of the TCEQ 

within 5 business days. 
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The City Manager or his/her designee may decide not to order the implementation of a 

drought/emergency response stage even though one or more of the trigger criteria for the 

stage are met.  Factors that could influence such a decision include, but are not limited to, 

the time of the year, weather conditions, the anticipation of replenished water supplies, or 

the anticipation that additional facilities will become available to meet needs. 

Termination of Drought Response Stages: 

The City Manager or his/her designee may order the termination of a drought/emergency 

response stage when the conditions for termination are met or at his/her discretion.  The 

following actions will be taken when a drought stage is terminated: 

 The public will be notified through local media, website postings and message 

boards. 

 When any mandatory provisions of the drought contingency plan have been 

activated or terminated, the city will notify the Executive Director of the TCEQ 

within 5 business days. 

The City Manager or his/her designee may decide not to order the termination of a 

drought/emergency response stage even though the conditions for termination of the stage 

are met.  Factors that could influence such a decision include, but are not limited to, the time 

of the year, weather conditions, or the anticipation of potential changed conditions that 

warrant the continuation of the drought stage. 

7.6 Drought/Emergency Response Stages 

 

The City Manager or his/her designee, shall monitor water supply and/or demand 

conditions on a weekly basis and, in accordance with the triggering criteria set forth in 

Section 7.6.1 through 7.6.3 of this plan, shall determine if conditions exist that would 

trigger any of the designated drought/emergency response stages, and if so, shall 

implement the following actions: 

7.6.1 STAGE 1: Initiation, Termination and Restrictions Criteria 

Initiation: 

Customers shall be required to comply with the requirements and mandatory restrictions on 

certain non-essential water uses and shall be requested to adhere to voluntary measures 

provided in this plan when: 

 Either: (1) the total raw water supply in connected lakes (east and west); or, (2) the 

western lakes; or, (3) the eastern lakes has dropped below 65% (35% depleted) of 

DWU’s share of the total conservation storage of the lakes; or 

 Water demand has reached or exceeded 85% of delivery capacity for 4 consecutive 

days; or 
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 Water demand approaches a reduced delivery capacity for all or part of the system, as 

determined by DWU or the City of Carrollton Water Utilities department; or 

 Water line breaks or pump/system failures, which impact the ability of DWU or the City 

of Carrollton Water Utilities department to provide treated water service; or 

 Natural or man-made contamination of the water supply source(s) occurs. 

 

Termination: 

Stage 1 may be terminated when Stage 1 conditions no longer exist and would be unlikely to 

recur upon termination. 

 

STAGE 1: Water Use Restrictions  

 

Target: Achieve a 5 percent reduction in total gallons per capita per day (GPCD) based 

on an average of the previous three years total GPCD. 

 

The following is a menu of possible actions.  Specific actions taken during any 

drought/emergency situation will be determined by the City Manager or his/her designee.  

The City Manager or his/her designee may also take other actions not listed, if deemed 

necessary. 

 

Landscape/Outdoor Water Use: 

 All water customers are reminded to observe the requirements in the Landscape 

Management Ordinance, as established in the Carrollton City Code, Title V, Chapter 

52, lawn and landscape irrigation restrictions.  (Appendix E) 

 Require mandatory maximum 2-day-per-week landscape watering schedule and 

require watering only during allowed watering hours as defined in Section 4.9, Table 

4.4. 

 Encourage further reduction of water use by promoting voluntary maximum 1-day-

per-week landscape watering schedule as defined in Section 4.9, Table 4.5. 

 Prohibit water run-off from any recreational water usage, including the use of faucets, 

hoses, hydrants or other water use that results water waste. 

 Discourage planting of new landscapes. 

 Encourage reduction of draining and refilling of swimming pools.  Water may be 

added to existing pools to replace losses from normal use and operation. 

 Foundations may be watered on any day of the week during the allowed watering 

hours as defined in Section 4.9 of this Plan. Foundations may be watered with a drip 

irrigation system, soaker hose or a hand-held hose equipped with a positive shutoff 

nozzle. 

 Restrict washing of any motor vehicle, motorbike, boat, trailer, airplane or other 

vehicle to the use of a hand-held bucket or a hand-held hose equipped with a positive 

shutoff nozzle for quick rinses. Vehicle washing may be done at any time on the 
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immediate premises of a commercial vehicle wash facility or commercial service 

station. Companies with an automated on-site vehicle washing facility may wash its 

vehicles at any time. 

 

City Government: 

 Initiate public education campaign encouraging reduced water use practices. 

 Intensify normal leak detection and repair activities on water pipes and mains. 

 Require reduction of water use through mandatory maximum twice weekly landscape 

watering schedule for city parks, golf courses and athletic fields. 

 Encourage reduction of water use in city-owned ornamental fountains. 

 Encourage additional reduction in landscape uses for parks. 

 Encourage 25 percent reduction in frequency of wet street sweeping and city vehicle 

washing and rinsing. 

 Increase enforcement efforts through proactive code enforcement. 

 

Commercial Customers: 

 Identify and encourage voluntary reduction measures by high-volume water users 

through water use audits. 

 Require reduction of water use through mandatory maximum twice weekly landscape 

watering schedule for private parks and golf courses. 

 Encourage additional reduction in landscape uses for parks. 

 Encourage reduction in water use for landscape nursery stock. 

 Encourage area restaurants to serve customers water by request only. 

 Encourage hotel/motels to request multiple day patrons to reuse linens instead of 

changing every day. 

  

7.6.2 STAGE 2: Initiation, Termination and Restrictions Criteria 

 

Initiation: 
 

Customers shall be required to comply with the requirements and mandatory restrictions 

on certain non-essential water uses and shall be requested to adhere to voluntary 

measures in this Plan when: 

  (1) the total raw water supply in connected lakes (east and west); or, (2) the western 

lakes; or, (3) the eastern lakes has dropped below 50% (50% depleted) of DWU’s 

share of the total conservation storage of the lakes; or 

 Water demand has reached or exceeded 90% of delivery capacity for 3 consecutive 

days; or 
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 Water demand equals a reduced delivery capacity for all or part of the system, as 

determined by DWU or the City of Carrollton Water Utilities department; or 

 Water line breaks or pump/system failures occur, which impact the ability of DWU or 

the City of Carrollton Water Utilities department to provide treated water service; or 

 Natural or man-made contamination of the water supply source(s) occurs. 

 

Termination: 

 

Stage 2 may be terminated when Stage 2 conditions no longer exist and would be 

unlikely to recur upon termination. 

 

STAGE 2: Water Use Restrictions 

 

Target: Achieve a 15 percent reduction in total gallons per capita per day GPCD based on 

an average of the past three years of total GPCD. 

 

Following is a menu of possible actions.  Specific actions taken during any 

drought/emergency situation will be determined by the City Manager or his/her designee.  

The City Manager or his/her designee may also take other actions not listed, if deemed 

necessary. All requirements of Stage 1 shall remain in effect during Stage 2, and the 

following additional measures will be required: 

 

Landscape/Outdoor Water Use: 

 All water customers are reminded to observe the requirements in the Landscape 

Management Ordinance, as established in the Carrollton City Code, Title V, Chapter 

52, lawn and landscape irrigation restrictions.  (Appendix E) 

 Require reduction of water use through mandatory maximum 1-day-per-week 

landscape watering schedule and require watering only during allowed watering hours 

as defined in Section 4.9, Table 4.5 of this plan.  Encourage further reduction in 

frequency regarding the draining and refilling of swimming pools. 

 

High Demand Surcharge  

The City of Carrollton will not require the use of a high demand surcharge as the current 

tiered rate pricing structure has been developed to discourage excessive water use. 

 

City Government: 

 Initiate engineering studies to evaluate alternatives to mitigate drought conditions 

should conditions worsen. 

 Accelerate public education campaign encouraging reduced water use practices. 

 Continue intensified leak detection and repair activities on water pipes and mains. 
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 Prohibit flushing of new mains not immediately required to provide service. 

 City government restricted to mandatory maximum once weekly landscape watering 

schedule. 

 Require reduction of water use through mandatory once weekly landscape watering 

schedule for city parks and golf courses. 

 Prohibit operation of ornamental fountains by city government. 

 Reduce frequency of wet street sweeping and city vehicle washing or rinsing by 50 

percent. 

 Increase enforcement efforts through proactive code enforcement. 

 

Commercial Customers: 

 Require reduction of water use through mandatory maximum once weekly landscape 

watering schedule for private parks and golf courses. 

 Encourage further reduction in landscape uses for nursery stock 

7.6.3 STAGE 3: Initiation, Termination and Restrictions Criteria 

 

Initiation: 

 

Customers shall be required to comply with the requirements and mandatory restrictions 

on certain non-essential water uses provided in this Plan when: 

 Either (1) the total raw water supply in connected lakes (east and west) or (2) the 

western lakes or (3) the eastern lakes has dropped below 30% (70% depleted) of 

DWU’s share of the total conservation storage; or 

 Water demand has reached or exceeded 95% of delivery capacity for 2 consecutive 

days; or 

 Water demand exceeds a reduced delivery capacity for all or part of the system, as 

determined by DWU or the City of Carrollton Water Utilities department; or 

 Water line breaks or pump/system failures occur, which impact the ability of DWU or 

the City of Carrollton Water Utilities department to provide treated water service; or 

 Natural or man-made contamination of the water supply source(s) occurs. 

 

Termination: 

 

Stage 3 of the Plan may be terminated when the Stage 3 conditions no longer exist and 

would be unlikely to recur upon termination. 
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STAGE 3: Water Use Restrictions 

 

Target: Achieve a 20 percent reduction in total gallons per capita per day (GPCD) based 

on an average of the previous three years total GPCD.  

Following is a menu of possible actions.  Specific actions taken during any 

drought/emergency situation will be determined by the City Manager or his/her designee.  

The City Manager or his/her designee may also take other actions not listed, if deemed 

necessary.  All requirements of Stages 1 and 2 shall remain in effect during Stage 3, and 

the following additional measures will be required: 

 

Landscape/Outdoor Use: 

 Irrigation of turf, shrubs, perennials, annuals, ground covers and any other landscaped 

area by any method is absolutely prohibited. Trees may be irrigated with drip 

irrigation system, soaker hoses or with a hand-held hose one day per week on the 

once-per-week watering schedule (Section 4.9, Table 4.5) and within the permitted 

watering hours.  

 Foundations may be watered one day per week on the once-per-week watering 

Schedule (Section 4.9, Table 4.5) and within the permitted watering hours. 

Foundations may be watered with a drip irrigation system, soaker hose or a hand-held 

hose equipped with a positive shutoff nozzle. Water run-off is prohibited 

 Prohibit operation of ornamental fountains or ponds that use potable water except 

where supporting aquatic life or water quality.  

 Prohibit the filling, draining and refilling of existing swimming pools, wading pools, 

Jacuzzi and hot tubs except to maintain structural integrity, proper operation and 

maintenance or alleviate a public safety risk.  Water may be added to existing pools to 

replace losses from normal use and evaporation. 

 Permitting of new swimming pools, wading pools, Jacuzzi and hot tubs is prohibited. 

 Hosing and washing of paved areas, buildings, structures, windows or other surfaces 

is prohibited except by variance and performed by a professional service using high 

efficiency equipment. 

 Use of water to wash any motor vehicle, motorbike, boat, trailer or other vehicle not 

occurring on the premises of a commercial vehicle wash facility or commercial 

service stations is prohibited. Companies with an automated on-site vehicle washing 

facility may wash its vehicles at any time. Further, such washing may be exempt from 

these requirements if the health, safety and welfare of the public are contingent upon 

frequent vehicle cleansing, such as garbage trucks and commercial vehicles used to 

transport food and perishables.  

 

High Demand Surcharge: 

The City of Carrollton will not require the use of a high demand surcharge as the current 

tiered rate pricing structure has been developed to discourage excessive water use. 
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City Government: 

 Wet street sweeping and city vehicle washing or rinsing is prohibited except for 

reasons of public health, safety and welfare. 

 Municipal landscape watering prohibited except golf courses (see below). 

 Watering of golf course greens and tee boxes are restricted to the allowed watering 

hours as defined in Section 4.9; watering of other golf course areas and parks is 

prohibited.  

 

Commercial Customers: 
 

Watering of golf course greens and tee boxes are restricted to the allowed watering hours 

in Section 4.9 unless the golf course uses a water source other than that provided by the 

City of Carrollton. 

7.7 Procedure for Granting Variances to the Plan 

The City Manager or his/her designee may grant temporary variances for existing water uses 

otherwise prohibited under this drought/emergency response plan if one or more of the 

following conditions are met: 

 Failure to grant such a variance would cause an emergency condition adversely 

affecting health, sanitation, or fire safety for the public or the person requesting the 

variance. 

 Compliance with this plan cannot be accomplished due to technical or other 

limitations. 

 Alternative methods that achieve the same level of reduction in water use can be 

implemented. 

Variances shall be granted or denied at the discretion of the city manager or his/her 

designee.  All petitions for variances should be in writing and should include the following 

information: 

 Name and address of the petitioner(s). 

 Purpose of water use. 

 Specific provisions from which relief is requested. 

 Detailed statement of the adverse effect of the provision from which relief is 

requested. 

 Description of the relief requested. 

 Period of time for which the variance is sought. 

 Alternative measures that will be taken to reduce water use. 

 Other pertinent information. 



CITY OF CARROLLTON WATER CONSERVATION AND DROUGHT CONTINGENCY PLAN 

 

26 

Persons using raw water for irrigation, whether from a customer owned and operated well 

or purchased raw water, must apply for a variance.  The city manager or his/her designee 

may grant a raw water variance under the following conditions: 

 The property passes a cross-connection and backflow protection inspection as 

required by Section 5, Chapter 56 of the Carrollton Code of Ordinances; and 

 The property owner erects and maintains a sign that clearly indicates that irrigation is 

with raw water. 

7.8 Procedure for Enforcement of Mandatory Restrictions 

Mandatory water use restrictions will be imposed in Stage 1, Stage 2, and Stage 3 

drought/emergency response stages.  These mandatory water use restrictions will be 

enforced by Notices of Violation and penalties as follows: 

 On the first violation, customers will be given a written notice of violation of the 

mandatory water use restriction. 

 On the second and subsequent violations, citations may be issued to customers, with 

fines not to exceed $2,000 per day. 

 After two violations have occurred, the City of Carrollton may install a flow 

restrictor in the line to limit the amount of water that may pass through the meter in a 

24-hour period. 

 After three violations have occurred, the City of Carrollton may terminate water 

service to the customer. 

7.9 Consultation with Wholesale Supplier 

The City of Carrollton is a wholesale customer of the city of Dallas.  Provisions for 

responding to reductions or limitations in the wholesale supply are included in the triggering 

mechanisms for the drought/emergency response plan stages.  City of Carrollton staff 

members regularly participate in the wholesale customer meetings with the city of Dallas. 

7.10  Coordination with the Regional Water Planning Group 

The City of Carrollton is located within the Region C water planning area.  Appendix F 

includes a copy of a letter sent to the Chair of the Region C Water Planning Group 

(RCWPG) with this Water Conservation and Drought Contingency Plan. 

7.11  Review and Update of Drought Contingency Plan 

As required by TCEQ rules, the City of Carrollton will review this drought contingency plan 

every five years.  The plan will be updated as appropriate based on new or updated 

information. As the plan is reviewed and subsequently updated, a copy of the revised 

Drought Contingency (Emergency Response) Plan will be submitted to the TCEQ and the 

Region C Water Planning Group for their records. 
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 APPENDIX B 

Texas Administrative Code 

 

 

TITLE 30 
ENVIRONMENTAL QUALITY 

PART 1 
TEXAS COMMISSION ON ENVIRONMENTAL QUALITY 

CHAPTER 288  
WATER CONSERVATION PLANS, DROUGHT 

CONTINGENCY PLANS, GUIDELINES AND 

REQUIREMENTS 

SUBCHAPTER A  
WATER CONSERVATION PLANS 

RULE §288.1 Definitions 

 

The following words and terms, when used in this chapter, shall have the following 

meanings, unless the context clearly indicates otherwise.  

  (1) Agricultural or Agriculture--Any of the following activities:  

 

    (A) cultivating the soil to produce crops for human food, animal feed, or planting seed 

or for the production of fibers;  

 

    (B) the practice of floriculture, viticulture, silviculture, and horticulture, including the 

cultivation of plants in containers or non-soil media by a nursery grower;  

 

    (C) raising, feeding, or keeping animals for breeding purposes or for the production of 

food or fiber, leather, pelts, or other tangible products having a commercial value;  

 

    (D) raising or keeping equine animals;  

 

    (E) wildlife management; and  

 

    (F) planting cover crops, including cover crops cultivated for transplantation, or 

leaving land idle for the purpose of participating in any governmental program or normal 

crop or livestock rotation procedure.  

 

  (2) Agricultural use--Any use or activity involving agriculture, including irrigation.  

 

  (3) Best management practices--Voluntary efficiency measures that save a quantifiable 

amount of water, either directly or indirectly, and that can be implemented within a 

specific time frame.  

 

  (4) Conservation--Those practices, techniques, and technologies that reduce the 

consumption of water, reduce the loss or waste of water, improve the efficiency in the use 

of water, or increase the recycling and reuse of water so that a water supply is made 

available for future or alternative uses.  

http://info.sos.state.tx.us/pls/pub/readtac$ext.ViewTAC?tac_view=2&ti=30
http://info.sos.state.tx.us/pls/pub/readtac$ext.ViewTAC?tac_view=3&ti=30&pt=1
http://info.sos.state.tx.us/pls/pub/readtac$ext.ViewTAC?tac_view=4&ti=30&pt=1&ch=288
http://info.sos.state.tx.us/pls/pub/readtac$ext.ViewTAC?tac_view=5&ti=30&pt=1&ch=288&sch=A&rl=Y
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  (5) Commercial use--The use of water by a place of business, such as a hotel, restaurant, 

or office building. This does not include multi-family residences or agricultural, 

industrial, or institutional users. 

  

  (6) Drought contingency plan--A strategy or combination of strategies for temporary 

supply and demand management responses to temporary and potentially recurring water 

supply shortages and other water supply emergencies. A drought contingency plan may 

be a separate document identified as such or may be contained within another water 

management document(s).  

 

  (7) Industrial use--The use of water in processes designed to convert materials of a 

lower order of value into forms having greater usability and commercial value, and the 

development of power by means other than hydroelectric, but does not include 

agricultural use.  

 

 

  (8) Institutional use--The use of water by an establishment dedicated to public service, 

such as a school, university, church, hospital, nursing home, prison or government 

facility. All facilities dedicated to public service are considered institutional regardless of 

ownership.  

 

  (9) Irrigation--The agricultural use of water for the irrigation of crops, trees, and 

pastureland, including, but not limited to, golf courses and parks which do not receive 

water from a public water supplier.  

 

  (10) Irrigation water use efficiency--The percentage of that amount of irrigation water 

which is beneficially used by agriculture crops or other vegetation relative to the amount 

of water diverted from the source(s) of supply. Beneficial uses of water for irrigation 

purposes include, but are not limited to, evapotranspiration needs for vegetative 

maintenance and growth, salinity management, and leaching requirements associated 

with irrigation.  

 

  (11) Mining use--The use of water for mining processes including hydraulic use, 

drilling, washing sand and gravel, and oil field re-pressuring.  

 

  (12) Municipal use--The use of potable water provided by a public water supplier as 

well as the use of sewage effluent for residential, commercial, industrial, agricultural, 

institutional, and wholesale uses.  

 

  (13) Nursery grower--A person engaged in the practice of floriculture, viticulture, 

silviculture, and horticulture, including the cultivation of plants in containers or nonsoil 

media, who grows more than 50% of the products that the person either sells or leases, 

regardless of the variety sold, leased, or grown. For the purpose of this definition, grow 

means the actual cultivation or propagation of the product beyond the mere holding or 

maintaining of the item prior to sale or lease, and typically includes activities associated 
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with the production or multiplying of stock such as the development of new plants from 

cuttings, grafts, plugs, or seedlings.  

 

  (14) Pollution--The alteration of the physical, thermal, chemical, or biological quality 

of, or the contamination of, any water in the state that renders the water harmful, 

detrimental, or injurious to humans, animal life, vegetation, or property, or to the public 

health, safety, or welfare, or impairs the usefulness or the public enjoyment of the water 

for any lawful or reasonable purpose.  

 

  (15) Public water supplier--An individual or entity that supplies water to the public for 

human consumption.  

 

  (16) Residential use--The use of water that is billed to single and multi-family 

residences, which applies to indoor and outdoor uses.  

 

  (17) Residential gallons per capita per day--The total gallons sold for residential use by 

a public water supplier divided by the residential population served and then divided by 

the number of days in the year. 

  

  (18) Regional water planning group--A group established by the Texas Water 

Development Board to prepare a regional water plan under Texas Water Code, §16.053.  

 

  (19) Retail public water supplier--An individual or entity that for compensation supplies 

water to the public for human consumption. The term does not include an individual or 

entity that supplies water to itself or its employees or tenants when that water is not 

resold to or used by others.  

 

  (20) Reuse--The authorized use for one or more beneficial purposes of use of water that 

remains unconsumed after the water is used for the original purpose of use and before 

that water is either disposed of or discharged or otherwise allowed to flow into a 

watercourse, lake, or other body of state-owned water.  

 

  (21) Total use--The volume of raw or potable water provided by a public water supplier 

to billed customer sectors or nonrevenue uses and the volume lost during conveyance, 

treatment, or transmission of that water.  

 

 

  (22) Total gallons per capita per day (GPCD)--The total amount of water diverted 

and/or pumped for potable use divided by the total permanent population divided by the 

days of the year. Diversion volumes of reuse as defined in this chapter shall be credited 

against total diversion volumes for the purposes of calculating GPCD for targets and 

goals.  

 

  (23) Water conservation plan--A strategy or combination of strategies for reducing the 

volume of water withdrawn from a water supply source, for reducing the loss or waste of 

water, for maintaining or improving the efficiency in the use of water, for increasing the 
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recycling and reuse of water, and for preventing the pollution of water. A water 

conservation plan may be a separate document identified as such or may be contained 

within another water management document(s).  

 

  (24) Wholesale public water supplier--An individual or entity that for compensation 

supplies water to another for resale to the public for human consumption. The term does 

not include an individual or entity that supplies water to itself or its employees or tenants 

as an incident of that employee service or tenancy when that water is not resold to or used 

by others, or an individual or entity that conveys water to another individual or entity, but 

does not own the right to the water which is conveyed, whether or not for a delivery fee.  

 

  (25) Wholesale use--Water sold from one entity or public water supplier to other retail 

water purveyors for resale to individual customers.  

 
 

Source Note: The provisions of this §288.1 adopted to be effective May 3, 1993, 18 

TexReg 2558; amended to be effective February 21, 1999, 24 TexReg 949; amended to 

be effective April 27, 2000, 25 TexReg 3544; amended to be effective August 15, 2002, 

27 TexReg 7146; amended to be effective October 7, 2004, 29 TexReg 9384; amended to 

be effective January 10, 2008, 33 TexReg 193; amended to be effective December 6, 

2012, 37 TexReg 9515 
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 Texas Administrative Code 

 

 

TITLE 30 
ENVIRONMENTAL QUALITY 

PART 1 
TEXAS COMMISSION ON ENVIRONMENTAL QUALITY 

CHAPTER 288  
WATER CONSERVATION PLANS, DROUGHT 

CONTINGENCY PLANS, GUIDELINES AND 

REQUIREMENTS 

SUBCHAPTER A  
WATER CONSERVATION PLANS 

RULE §288.2 Water Conservation Plans for Municipal Uses by Public 

Water Suppliers 

 

(a) A water conservation plan for municipal water use by public water suppliers must 

provide information in response to the following. If the plan does not provide information 

for each requirement, the public water supplier shall include in the plan an explanation of 

why the requirement is not applicable. 

 

  (1) Minimum requirements. All water conservation plans for municipal uses by public 

water suppliers must include the following elements: 

 

    (A) a utility profile in accordance with the Texas Water Use Methodology, including, 

but not limited to, information regarding population and customer data, water use data 

(including total gallons per capita per day (GPCD) and residential GPCD), water supply 

system data, and wastewater system data; 

 

    (B) a record management system which allows for the classification of water sales and 

uses into the most detailed level of water use data currently available to it, including, if 

possible, the sectors listed in clauses (i) - (vi) of this subparagraph. Any new billing 

system purchased by a public water supplier must be capable of reporting detailed water 

use data as described in clauses (i) - (vi) of this subparagraph: 

 

      (i) residential; 

 

        (I) single family; 

 

        (II) multi-family; 

 

      (ii) commercial; 

 

      (iii) institutional; 

 

      (iv) industrial; 

 

      (v) agricultural; and, 

 

file:///C:/Users/redwards/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Documents%20and%20Settings/cbowman/Local%20Settings/Temporary%20Internet%20Files/Content.Outlook/DZ3WDSFT/readtac$ext.ViewTAC?tac_view=2&ti=30
file:///C:/Users/redwards/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Documents%20and%20Settings/cbowman/Local%20Settings/Temporary%20Internet%20Files/Content.Outlook/DZ3WDSFT/readtac$ext.ViewTAC?tac_view=3&ti=30&pt=1
file:///C:/Users/redwards/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Documents%20and%20Settings/cbowman/Local%20Settings/Temporary%20Internet%20Files/Content.Outlook/DZ3WDSFT/readtac$ext.ViewTAC?tac_view=4&ti=30&pt=1&ch=288
file:///C:/Users/redwards/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Documents%20and%20Settings/cbowman/Local%20Settings/Temporary%20Internet%20Files/Content.Outlook/DZ3WDSFT/readtac$ext.ViewTAC?tac_view=5&ti=30&pt=1&ch=288&sch=A&rl=Y
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      (vi) wholesale. 

 

    (C) specific, quantified five-year and ten-year targets for water savings to include goals 

for water loss programs and goals for municipal use in total GPCD and residential 

GPCD. The goals established by a public water supplier under this subparagraph are not 

enforceable; 

 

    (D) metering device(s), within an accuracy of plus or minus 5.0% in order to measure 

and account for the amount of water diverted from the source of supply; 

 

    (E) a program for universal metering of both customer and public uses of water, for 

meter testing and repair, and for periodic meter replacement; 

 

    (F) measures to determine and control water loss (for example, periodic visual 

inspections along distribution lines; annual or monthly audit of the water system to 

determine illegal connections; abandoned services; etc.); 

 

    (G) a program of continuing public education and information regarding water 

conservation; 

 

    (H) a water rate structure which is not "promotional," i.e., a rate structure which is 

cost-based and which does not encourage the excessive use of water; 

 

    (I) a reservoir systems operations plan, if applicable, providing for the coordinated 

operation of reservoirs owned by the applicant within a common watershed or river basin 

in order to optimize available water supplies; and 

 

    (J) a means of implementation and enforcement which shall be evidenced by: 

 

      (i) a copy of the ordinance, resolution, or tariff indicating official adoption of the 

water conservation plan by the water supplier; and 

 

      (ii) a description of the authority by which the water supplier will implement and 

enforce the conservation plan; and 

 

    (K) documentation of coordination with the regional water planning groups for the 

service area of the public water supplier in order to ensure consistency with the 

appropriate approved regional water plans. 

 

  (2) Additional content requirements. Water conservation plans for municipal uses by 

public drinking water suppliers serving a current population of 5,000 or more and/or a 

projected population of 5,000 or more within the next ten years subsequent to the 

effective date of the plan must include the following elements: 

 

    (A) a program of leak detection, repair, and water loss accounting for the water 

transmission, delivery, and distribution system; 
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    (B) a requirement in every wholesale water supply contract entered into or renewed 

after official adoption of the plan (by either ordinance, resolution, or tariff), and including 

any contract extension, that each successive wholesale customer develop and implement 

a water conservation plan or water conservation measures using the applicable elements 

in this chapter. If the customer intends to resell the water, the contract between the initial 

supplier and customer must provide that the contract for the resale of the water must have 

water conservation requirements so that each successive customer in the resale of the 

water will be required to implement water conservation measures in accordance with the 

provisions of this chapter. 

 

  (3) Additional conservation strategies. Any combination of the following strategies shall 

be selected by the water supplier, in addition to the minimum requirements in paragraphs 

(1) and (2) of this subsection, if they are necessary to achieve the stated water 

conservation goals of the plan. The commission may require that any of the following 

strategies be implemented by the water supplier if the commission determines that the 

strategy is necessary to achieve the goals of the water conservation plan: 

 

    (A) conservation-oriented water rates and water rate structures such as uniform or 

increasing block rate schedules, and/or seasonal rates, but not flat rate or decreasing 

block rates; 

 

    (B) adoption of ordinances, plumbing codes, and/or rules requiring water-conserving 

plumbing fixtures to be installed in new structures and existing structures undergoing 

substantial modification or addition; 

 

    (C) a program for the replacement or retrofit of water-conserving plumbing fixtures in 

existing structures; 

 

    (D) reuse and/or recycling of wastewater and/or graywater;  

    (E) a program for pressure control and/or reduction in the distribution system and/or 

for customer connections; 

 

    (F) a program and/or ordinance(s) for landscape water management; 

 

    (G) a method for monitoring the effectiveness and efficiency of the water conservation 

plan; and 

 

    (H) any other water conservation practice, method, or technique which the water 

supplier shows to be appropriate for achieving the stated goal or goals of the water 

conservation plan. 

 

(b) A water conservation plan prepared in accordance with 31 TAC §363.15 (relating to 

Required Water Conservation Plan) of the Texas Water Development Board and 

substantially meeting the requirements of this section and other applicable commission 

rules may be submitted to meet application requirements in accordance with a 
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memorandum of understanding between the commission and the Texas Water 

Development Board. 

 

(c) A public water supplier for municipal use shall review and update its water 

conservation plan, as appropriate, based on an assessment of previous five-year and ten-

year targets and any other new or updated information. The public water supplier for 

municipal use shall review and update the next revision of its water conservation plan 

every five years to coincide with the regional water planning group. 

 
 

Source Note: The provisions of this §288.2 adopted to be effective May 3, 1993, 18 

TexReg 2558; amended to be effective February 21, 1999, 24 TexReg 949; amended to 

be effective April 27, 2000, 25 TexReg 3544; amended to be effective October 7, 2004, 

29 TexReg 9384; amended to be effective December 6, 2012, 37 TexReg 9515 
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 Texas Administrative Code 

 

 

TITLE 30 
ENVIRONMENTAL QUALITY 

PART 1 
TEXAS COMMISSION ON ENVIRONMENTAL QUALITY 

CHAPTER 288  
WATER CONSERVATION PLANS, DROUGHT CONTINGENCY 

PLANS, GUIDELINES AND REQUIREMENTS 

SUBCHAPTER B  
DROUGHT CONTINGENCY PLANS 

RULE §288.20 Drought Contingency Plans for Municipal Uses by Public Water 

Suppliers 
 

(a) A drought contingency plan for a retail public water supplier, where applicable, must 

include the following minimum elements.  

 

  (1) Minimum requirements. Drought contingency plans must include the following minimum 

elements.  

 

    (A) Preparation of the plan shall include provisions to actively inform the public and 

affirmatively provide opportunity for public input. Such acts may include, but are not limited 

to, having a public meeting at a time and location convenient to the public and providing 

written notice to the public concerning the proposed plan and meeting.  

 

    (B) Provisions shall be made for a program of continuing public education and information 

regarding the drought contingency plan.  

 

    (C) The drought contingency plan must document coordination with the regional water 

planning groups for the service area of the retail public water supplier to ensure consistency 

with the appropriate approved regional water plans.  

 

    (D) The drought contingency plan must include a description of the information to be 

monitored by the water supplier, and specific criteria for the initiation and termination of 

drought response stages, accompanied by an explanation of the rationale or basis for such 

triggering criteria.  

 

    (E) The drought contingency plan must include drought or emergency response stages 

providing for the implementation of measures in response to at least the following situations:  

 

      (i) reduction in available water supply up to a repeat of the drought of record;  

 

      (ii) water production or distribution system limitations;  

 

      (iii) supply source contamination; or  

 

      (iv) system outage due to the failure or damage of major water system components (e.g., 

pumps).  

 

    (F) The drought contingency plan must include specific, quantified targets for water use 

file:///C:/Users/redwards/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Documents%20and%20Settings/cbowman/Local%20Settings/Temporary%20Internet%20Files/Content.Outlook/DZ3WDSFT/readtac$ext.ViewTAC?tac_view=2&ti=30
file:///C:/Users/redwards/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Documents%20and%20Settings/cbowman/Local%20Settings/Temporary%20Internet%20Files/Content.Outlook/DZ3WDSFT/readtac$ext.ViewTAC?tac_view=3&ti=30&pt=1
file:///C:/Users/redwards/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Documents%20and%20Settings/cbowman/Local%20Settings/Temporary%20Internet%20Files/Content.Outlook/DZ3WDSFT/readtac$ext.ViewTAC?tac_view=4&ti=30&pt=1&ch=288
file:///C:/Users/redwards/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Temporary%20Internet%20Files/Content.Outlook/AppData/Local/Microsoft/Windows/Documents%20and%20Settings/cbowman/Local%20Settings/Temporary%20Internet%20Files/Content.Outlook/DZ3WDSFT/readtac$ext.ViewTAC?tac_view=5&ti=30&pt=1&ch=288&sch=B&rl=Y
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reductions to be achieved during periods of water shortage and drought. The entity preparing 

the plan shall establish the targets. The goals established by the entity under this subparagraph 

are not enforceable.  

 

    (G) The drought contingency plan must include the specific water supply or water demand 

management measures to be implemented during each stage of the plan including, but not 

limited to, the following:  

 

      (i) curtailment of non-essential water uses; and  

 

      (ii) utilization of alternative water sources and/or alternative delivery mechanisms with the 

prior approval of the executive director as appropriate (e.g., interconnection with another water 

system, temporary use of a non-municipal water supply, use of reclaimed water for non-potable 

purposes, etc.).  

 

    (H) The drought contingency plan must include the procedures to be followed for the 

initiation or termination of each drought response stage, including procedures for notification 

of the public.  

 

    (I) The drought contingency plan must include procedures for granting variances to the plan.  

 

    (J) The drought contingency plan must include procedures for the enforcement of mandatory 

water use restrictions, including specification of penalties (e.g., fines, water rate surcharges, 

discontinuation of service) for violations of such restrictions.  

 

  (2) Privately-owned water utilities. Privately-owned water utilities shall prepare a drought 

contingency plan in accordance with this section and incorporate such plan into their tariff.  

 

  (3) Wholesale water customers. Any water supplier that receives all or a portion of its water 

supply from another water supplier shall consult with that supplier and shall include in the 

drought contingency plan appropriate provisions for responding to reductions in that water 

supply.  

 

(b) A wholesale or retail water supplier shall notify the executive director within five business 

days of the implementation of any mandatory provisions of the drought contingency plan.  

 

(c) The retail public water supplier shall review and update, as appropriate, the drought 

contingency plan, at least every five years, based on new or updated information, such as the 

adoption or revision of the regional water plan.  

 

Source Note: The provisions of this §288.20 adopted to be effective February 21, 1999, 24 

TexReg 949; amended to be effective April 27, 2000, 25 TexReg 3544; amended to be 

effective October 7, 2004, 29 TexReg 9384 
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Appendix C 

UTILITY PROFILE FOR RETAIL WATER 
SUPPLIER 

 

Fill out this form as completely as 
possible. 

If a field does not apply to your entity, leave it 
blank. 

 

CONTACT 
INFORMATION 

 
 

Name of Utility:  City of Carrollton  
 

Public Water Supply Identification Number (PWS ID):  0570034  

 
Certificate of Convenience and Necessity (CCN) Number:    

 
Surface Water Right ID Number:    

 
Wastewater ID Number:  WQ 10303  

 
Completed By:   Jody Byerly  Title:  Water Quality/Production Supv.  

 

Address:  2150 Old Denton Rd City:  Carrollton Zip Code:  75006  

 
Email:  jody.byerly@cityofcarrollton.com  Telephone Number:  972-466-4206  

 

Date:    
 
 

Regional Water Planning Group:  C  Map 
 

Groundwater Conservation District:   8  Map 
 
 

Check all that apply: 

 
Received financial assistance of $500,000 or more f rom  

 X    Have 3,300 or more retail connections 

Have a surface water right with TCEQ 

http://www.twdb.texas.gov/mapping/doc/maps/sb1_groups_8x11.pdf
http://www.twdb.texas.gov/mapping/doc/maps/gcd_only_8x11.pdf
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Section I: Utility Data 
 

 

A. Population and Service Area Data 
 

1.  Current service area size in square miles:                   37   

(Attach or email a copy of the service area map.) 

 
2. Provide historical service area population for the previous five years, starting with 

the most current year. 

 
 

Year  

Hist or ical 

Popul at ion  
Ser ved 

By  

Reta il Wat er 
Ser vic e 

Hist or ical 

Popul at io n  
Served 

By 

Whol esale Water  
Service 

Histor ical 
Popul at io n 
Served By 

Was tewa ter  
Service 

2009 120,600 0 120,600 

2010 122,100 0 122,100 

2011 119,370 0 119,370 

2012 121,150 0 121,150 

2013 122,280 0 122,280 

 
3. Provide the projected service area population for the following decades. 

 
 

Year  

Proj ected 
Popul at io n  

Ser ved 
By  

Reta il  Wat er 
Ser vic e 

Proj ecte d 
Popul at io n  

Served 
By 

Whol esale Water  
Service 

Proj ecte d 
Popul at io n  

Served 
By 

Wastewa ter  
Service 

2020 126,763 0 126,763 

2030 129,176 0 129,176 

2040 129,179 0 129,179 

2050 129,182 0 129,182 

2060 129,185 0 129,185 

 
4. Describe the source(s)/method(s) for estimating current and projected populations. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 
  

# 2. Historical population data comes from North Central Council of Governments (NCTCOG) 

 
#3. Projected population data comes from Region C Water Planning Group 
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B. System Input 
Provide system input data for the previous five years. 
Total System Input = Self-supplied + Imported – Exported 

 

 
Year 

Self-supplied 

Water in 

Gallons 

 

Purchased/Imported 

Water in Gallons 

 

Exported Water 
in Gallons 

 

Total System 

Input 

 
Total GPCD 

2009 0 7,210,837,000 0 7,210,837,000 164 

2010 0 7,514,870,000 0 7,514,870,000 169 

2011 0 8,214,213,000 0 8,214,213,000 189 

2012 0 7,761,563,000 0 7,761,563,000 176 

2013 0 7,191,609,000 0 7,191,609,000 161 

Historic 5- 
year Average 

0 7,578,618,400 0 7,578,618,400 172 

 

 

C. Water Supply System (Attach description of water system) 
 

1. Designed daily capacity of system                92,200,000 gallons per day. 
2. Storage Capacity: 

Elevated              11,500,000 gallons 
Ground               36,500,000 gallons 

 
3. List all current water supply sources in gallons. 

 
Water Supply Source Source Type* Total Gallons 

City of Dallas DWU Contract 14,965,000,000 

Trinity River/ Elm Fork Contract 146,632,950 

   

   

   

   
 

*Select one of the following source types: Surface water, Groundwater, or Contract 

 
4. If surface water is a source type, do you recycle backwash to the head of the plant? 

Yes   estimated gallons per day 
No 
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D. Projected Demands 
 

1. Estimate the water supply requirements for the next ten years using 
population trends, historical water use, economic growth, etc. 

 

Year  Popu lat io
n  

Water Demand s 
(g all on s)  2014 122,654 7,155,766,071 

2015 123,028 7,203,334,143 

2016 123,775 7,298,470,283 

2017 124,522 7,393,606,423 

2018 125,269 7,488,742,563 

2019 126,016 7,583,878,703 

2020 126,763 7,679,014,843 

2021 127,510 7,774,150,983 

2022 128,257 7,869,287,123 

2023 129,004 7,964,423,263 

 

2. Describe sources of data and how projected water demands were determined. 
Attach additional sheets if necessary. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
  

Population: 

 
Utilized Region C Water Planning Group estimates for City of Carrollton: 

   

  Population data for 2020 (Region C)                       126,763   
  Population data for 2013 (NCTCOG)                     - 122,280 

     Projected population growth (2014-2019)            =   4,483 (6 year total estimated increase) 
     Total increase divided by 6 years (2014-2019)     =      747 (each year averaged increase) 

        

Reduced population from base year (2020) for years 2014 - 2019 by 747 per year 
Increased population from base year (2020) for years 2021 - 2023 by 747 per year 

 
Water Demands (Gallons) 

 
  Projected Demand data for 2020 (Region C)                         7,679,014,843 Gallons 

  Retail water provided data for 2013 (City of Carrollton)       - 7,108,198,000 Gallons 

     Projected water demand growth (2014-2019)                 =    570,816,843 Gallons 
     Total increase divided by 6 years (2014-2019)                =     95,136,140 (ea. yr avg'd increase)  

 
 

Reduced water demand from base year (2020) for years 2014 - 2019 by 95,816,843 per year 

Increased water demand from base year (2020) for years 2021 - 2023 by 95,816,843 per year 
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E. High Volume Customers 
 

1. List the annual water use, in gallons, for the five highest volume RETAIL customers. 
Select one of the following water use categories to describe the customer; choose 
Residential, Industrial, Commercial, Institutional, or Agricultural. 

 

Retail Customer  Water Use Category* Annua l Water Use Treated or Raw  

Carrollton/Farmers Branch    Institutional 162,989,000 Treated 

Western Extrusions Industrial 125,787,000 Treated 

BH Mgmt/Autum Chase Apt Commercial 53,204,000 Treated 

Country  Square Apts. Commercial 43,178,000 Treated 

Dawn Tree Apts. Commercial 38,944,000 Treated 

*For definitions on recommended customer categories for classifying customer water use, refer to the online Guidance and  
Methodology for Reporting on Water Conservation and Water Use.  

 
2. If applicable, list the annual water use for the five highest volume WHOLESALE 

customers. Select one of the following water use categories to describe the 
customer; choose Municipal, Industrial, Commercial, Institutional, or Agricultural. 

 

Wholesale Customers Water Use Category* Annual Water Use Treated or Raw 

    

    

    

    

    

*For definitions on recommended customer categories for classifying customer water use, refer to the online Guidance and  
Methodology for Reporting on Water Conservation and Water Use.  

 

F. Util ity Data Comment Section 
Provide additional comments about utility data below. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
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Section II: System Data 
 
 

A. Retail Connections 
1. List the active retail connections by major water use category. 

 
 

Water Use Category*  
Act iv e Retai l Conne ct ions  

Metered  Unmetered  Tota
l 

Conne ct io
ns 

Percen t  of  
Total  

Conne ct io
ns 

Residential – Single Family 31,967  31,967 61% 

Residential – Multi-family (units) 16,264  16,264 31% 

Industrial 39  39 0% 

Commercial 3,857  3,857 7% 

Institutional 416  416 1% 

Agricultural 0  0 0% 

TOTAL 52,543  52,543  

*For definitions on recommended customer categories for classifying customer water use, refer to the online Guidance and  
Methodology for Reporting on Water Conservation and Water Use.  

 
2. List the net number of new retail connections by water use category for 

the previous five years. 
 

 

 

Water Use Category*  
Net  Number of  New  Retai l Conne ct ions  

2009 2010 2011 2012 2013 

Residential – SingleFamily 364 100 174 175 275 

Residential – Multi 

Family 

0 0 0 0 0 

Industrial 0 0 0 0 0 

Commercial 34 66 58 35 58 

Institutional 0 0 0 0 0 

Agricultural 0 0 0 0 0 

TOTAL 398 166 232 210 333 

*For definitions on recommended customer categories for classifying customer water use, refer to the online Guidance 
and  Methodology for Reporting on Water Conservation and Water Use.  

http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
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B. Accounting Data 
For the previous five years, enter the number of gallons of RETAIL water provided in 
each major water use category. 

 
 

Water Use Category*  
Total Gall on s of Retai l Water  

2009 2010 2011 2012 2013 

Residential - Single Family 3,443,695,000 3,744,661,000 4,135,550,000 3,828,978,000 3,602,627,000 

Residential – Multi-family 1,167,944,000 1,176,020,000 1,267,807,000 1,243,275,000 1,240,768,000 

Industrial 418,056,000 592,948,000 535,277,000 263,198,000 200,338,000 

Commercial 1,654,128,000 1,846,252,000 2,009,758,000 1,761,198,000 1,572,527,000 

Institutional 144,529,000 171,297,000 169,632,000 120,881,000 262,928,000 

Agricultural 0 0 0 0 0 

TOTAL 6,828,352,000 7,531,178,000 8,118,024,000 7,218,210,000 6,879,188,000 
*For definitions on recommended customer categories for classifying customer water use, refer to the online Guidance and  
Methodology for Reporting on Water Conservation and Water Use.  

 

C. Residential Water Use 
For the previous five years, enter the residential GPCD for single family and multi-
family units. 

 
 

Water Use Category*  
Residen t ial 

GPCD 2009 2010 2011 2012 2013 

Residential - Single Family 78 84 95 87 81 

Residential – Multi-family 27 26 29 28 28 

TOTAL 105 110 124 115 109 

 

D. Annual and Seasonal Water Use 
1. For the previous five years, enter the gallons of treated water provided to RETAIL 

customers. 
 

 

Mon th  
Total Gall on s of  Treated Retai l Water  

2009 2010 2011 2012 2013 

January 454,014,000 381,922,000 418,432,000 385,017,000 439,450,000 

February 415,695,000 313,239,000 333,251,000 341,986,000 367,847,000 

March 462,318,000 333,887,000 407,708,000 366,797,000 383,333,000 

April 492,123,000 417,153,000 544,672,000 419,535,000 462,592,000 

May 472,981,000 503,111,000 504,448,000 573,001,000 554,040,000 

June 594,143,000 769,274,000 673,293,000 729,050,000 584,646,000 

July 907,488,000 823,469,000 937,369,000 806,230,000 743,481,000 

August 884,849,000 899,543,000 1,117,699,000 942,426,000 826,479,000 

September 812,314,000 852,412,000 1,085,778,000 839,260,000 890,306,000 

October 514,283,000 684,366,000 738,302,000 705,749,000 714,078,000 

November 420,627,000 565,064,000 543,446,000 611,134,000 422,494,000 

December 386,833,000 453,433,000 430,778,000 530,402,000 379,907,000 

TOTAL 6,817,668,000 6,996,873,000 7,735,176,000 7,250,587,000 6,768,653,000 

 

http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
http://www.twdb.texas.gov/conservation/doc/SB181Guidance.pdf
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2. For the previous five years, enter the gallons of raw water provided to RETAIL 
customers. 

 
 

Mon th  
Total Gall on s of Raw  Retai l Water  

2009 2010 2011 2012 2013 

January 0 0 0 0 0 

February 0 0 0 0 3,000 

March 0 0 0 0 686,000 

April 0  0 0 0 

May 0 0 0 0 0 

June 0 0 6,064,000 0 0 

July 0 15,993,000 25,991,000 15,463,000 18,205,000 

August 0 0 19,741,000 22,998,000 29,887,000 

September 0 7,000 23,269,000 21,624,000 34,628,000 

October 0 2,168,000 13,208,000 0 0 

November 0 0  0 0 

December 0 1,000 0 0 2,000 

TOTAL 0 18,169,000 88,273,000 60,085,000 83,411,000 

 

3. Summary of seasonal and annual water use. 
 

 

 

Wat er Use 

Season al and Annu al Wat er Use A
v
f

f
f
f
f

f  

2009 2010 2011 2012 2013 

 

Summer Retail 

(Treated + Raw) 

2,386,480,000 2,508,279,000 2,780,157,000 2,516,167,000 2,202,698,000 
2,478,756,200 
5 year Average 

 

TOTAL Retail 

(Treated + 
Raw) 

6,817,668,000 7,015,042,000 7,823,449,000 7,310,672,000 6,852,064,000 
7,163,779,000 

5 year Average 

 

E. Water Loss 
Provide Water Loss data for the previous five years. 
Water Loss GPCD = [Total Water Loss in Gallons ÷ Permanent Population Served] ÷ 365 
Water Loss Percentage = [Total Water Loss ÷ Total System Input] x 100 

 
 

Year 
Total Water Loss 

in Gallons 

Water Loss 
in GPCD 

Water Loss 

as a Percentage 

2009 348,555,000 8 5% 

2010 499,173,000 11 7% 

2011 390,764,000 9 5% 

2012 450,891,000 10 6% 

2013 102,018,000 2 1% 

5-year average 358,280,200 8 5% 
 
  

Average in 
Gallons 
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F. Peak Water Use 
Provide the Average Daily Water Use and Peak Day Water Use for the previous five years. 

 
 

Year 
 

Average Daily Use (gal) 
 

Peak Day Use (gal) 
 

Ratio (peak/ avg) 

2009 19,756,000 36,997,000 1.87 

2010 20,537,000 39,418,000 1.92 

2011 22,262,000 44,525,000 2.00 

2012 21,100,000 40,809,000 1.93 

2013 19,475,000 38,400,000 1.97 

 

G. Summary of Historic Water Use 
 

Water Use 

Category 

 

Historic 5-year Average 
 

Percent of Connections 
 

Percent of Water Use 

Residential SF 3,751,102,200 61% 52% 

Residential MF 1,219,162,800 31% 17% 

Industrial 402,099,400 0% 6% 

Commercial 1,768,772,600 7% 25% 

Institutional 173,853,400 1% 2% 

Agricultural 0 0% 0 
 
 

H. System Data Comment Section 
Provide additional comments about system data below. 
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Section III: Wastewater System Data 
If you do not provide wastewater system services then you have 
completed the Utility Profile.   Save and Print this form to submit with 
your Plan. Continue with the Water Conservation Plan  Checklist to  
complete your Water Conservation Plan. 

 

A.       Wastewater System Data (Attach a description of your wastewater 
system.) 

 
1. Design capacity of wastewater treatment plant(s):    

gallons per day. 

2. List the active wastewater connections by major water use category. 

 
 
 

Water Use Category*  

Act iv e Wastew ater Conn ect ions  

Metered  Unmetered  Tota
l 

Conne ct io
ns 

Percen t  of  
Total  

Conne ct
ions  

Municipal   0 0% 

Industrial   0 0% 

Commercial   0 0% 

Institutional   0 0% 

Agricultural   0 0% 

TOTAL 0 0 0  

 
2. What percent of water is serviced by the wastewater system?   _____% 

3. For the previous five years, enter the number of gallons of wastewater that 
was treated by the utility. 

 

 

Mon th  

Total Gall on s of Treated Wastew ater  

     

January      

February      

March      

April      

May      

June      

July      

August      

September      

October      

November      

December      

TOTAL      

 

http://www.twdb.texas.gov/conservation/municipal/plans/doc/WCPChecklist.pdf
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4. Can treated wastewater be substituted for potable water? 

Yes  X No 

 
B. Reuse Data 

 
1. Provide data on the types of recycling and reuse activities implemented during 

the current reporting period. 
 

Type of Reuse Total Annua l Volu me ( in gall on s)  

On-site irrigation  

Plant wash down  

Chlorination/de-chlorination  

Industrial  

Landscape irrigation (parks, golf courses)  

Agricultural  

Discharge to surface water  

Evaporation pond  

Other  

TOTAL  

C. Wastewater System Data Comment 
Provide additional comments about wastewater system data below. 

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

You have completed the Utility Profile. Save and Print this form to submit with your Plan. Continue with the  
Water  Conservation Plan Checklist to complete your Water Conservation Plan. 

We operate a conveyance system only.  We do not treat wastewater in the City of Carrollton. 

http://www.twdb.texas.gov/conservation/municipal/plans/doc/WCPChecklist.pdf
http://www.twdb.texas.gov/conservation/municipal/plans/doc/WCPChecklist.pdf
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ORDINANCE NO.     
 

AN ORDINANCE OF THE CITY OF CARROLLTON AMENDING TITLE V, 

CHAPTER 52 OF THE CARROLLTON CITY CODE BY ADOPTING AN 

AMENDED WATER CONSERVATION AND DROUGHT CONTINGENCY 

(EMERGENCY RESPONSE) PLAN;  PROMOTING RESPONSIBLE USE OF 

WATER;  ESTABLISHING RESTRICTIONS ON CERTAIN WATER USES 

RELATED TO DROUGHT OR SHORTAGES;  PROVIDING A PENALTY IN 

THE MAXIMUM AMOUNT OF $2,000.00 PER DAY FOR NONCOMPLIANCE 

WITH THE PROVISIONS OF THE WATER CONSERVATION AND  

DROUGHT CONTINGENCY (EMERGENCY RESPONSE) PLAN, AND/OR 

DISCONNECTION OF WATER SERVICE FOR NONCOMPLIANCE WITH 

THE PROVISIONS OF THE WATER CONSERVATION AND DROUGHT 

CONTINGENCY (EMERGENCY RESPONSE) PLAN;  PROVIDING THAT A 

CULPABLE MENTAL STATE IS NOT REQUIRED FOR COMMITTING AN 

OFFENSE THEREUNDER;  PROVIDING FOR A SAVINGS, REPEAL, AND 

SEVERABILITY CLAUSE;  AND PROVIDING AN EFFECTIVE DATE. 

 

 

WHEREAS, the City of Carrollton, Texas (the “City”) recognizes that the 

amount of water available to the City and its water customers is limited; and, 

 

WHEREAS, the City recognizes that due to normal limitations due to drought 

conditions, system failures and other acts of God which may occur, the City cannot 

guarantee an uninterrupted water supply for all purposes at all times; and, 

 

WHEREAS, applicable law and regulations of the Texas Commission on 

Environmental Quality require that the City adopt a Water Conservation Plan and 

Drought Contingency Plan; and, 

 

WHEREAS, the City has determined an urgent need in the best interest of the 

public to amend its current Water Conservation and Drought Contingency Plan; and, 

 

WHEREAS, the City Council of the City of Carrollton desires to amend the 

Water Conservation and Drought Contingency Plan previously adopted by Ordinance No. 

3309 and adopt the attached Plan as official City policy; 

 

NOW, THEREFORE, BE IT ORDAINED BY THE CITY COUNCIL OF THE 

CITY OF CARROLLTON, TEXAS: 

 

SECTION 1 

That the City Council hereby approves and adopts the City’s Water Conservation 

and Drought Contingency (Emergency Response) Plan, attached hereto as Addendum A, 

and to be included in full as a part of this Ordinance as if recited verbatim herein.  The City 

commits to implement the program according to the procedures set forth in the adopted 

Plan. 
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SECTION 2 

That Ordinance No. 3309 adopted on July 7, 2009 is hereby amended by repealing 

the Water Conservation and Drought Contingency Plan which is an attachment to Ordinance 

No. 3309, and substituting therefore the Water Conservation and Drought/Emergency 

Response Plan attached hereto.   

 

SECTION 3 
 

 That Section 52.020 of the Code of Ordinances, City of Carrollton, Texas, is hereby 

amended to read as follows: 

 

Section 52.020. Adoption by Reference. 

 

The Water Conservation and Drought Contingency (Emergency Response) Plan of the 

city, attached to Ordinance No. _____ [this ordinance], is hereby adopted by reference 

and incorporated into this Code as fully set forth herein. 

 

 

SECTION 4 
 

That water customers of the City who do not comply with the Water Conservation and 

Drought Contingency (Emergency Response) Plans shall be subject to (i) a penalty and 

fine not to exceed two thousand dollars and no cents ($2,000.00) per day for each day of 

noncompliance (such offenses are punishable as provided in Section 10.99 of the 

Carrollton City Code); and/or (ii) discontinuance of water services to water customers by 

the City.   

 

SECTION 5 
 

 That water customers of the City who do not comply with the Water Conservation 

and Drought Contingency (Emergency Response) Plans, adopted as part of this 

Ordinance, shall be subject to the enforcement described in Sections 4.10 and 7.8 of the 

attached Plans, including a penalty of discontinuance by the City of water services to 

such water customers. 

 

SECTION 6 
 

 That neither allegation nor evidence of a culpable mental state is required for proof of 

an offense under this ordinance. 

 

SECTION 7 
 

 That, save and amended by this ordinance, Title V of the Carrollton City Code shall 

remain in full force and effect. 

 

SECTION 8 
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That all ordinances or parts of ordinances in conflict with this ordinance are specifically 

repealed. 

 

SECTION 9 
 

 That the provisions of this ordinance are severable in accordance with Section 10.07 

of the Carrollton City Code. 

 

SECTION 10 
 That this Ordinance shall become effective from and after its passage as permitted by 

law. 

 

 

DULY PASSED AND APPROVED by the City Council of the City of Carrollton, 

Texas this            day of             ,          . 

 

 

 

______________________________ 

Matthew Merchant, Mayor 

 

ATTEST: 

 

 

 

      

Ashley Mitchell, City Secretary 

 

 

 

APPROVED AS TO FORM:   APPROVED AS TO CONTENT: 
 

 

 

                 

R. Clayton Hutchins      Robert Kopp 

City Attorney        Director of Public Works 
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ORDINANCE NO.         2968  

 

AN ORDINANCE OF THE CITY OF CARROLLTON, TEXAS AMENDING 

TITLE V, CHAPTER 52 OF THE CARROLLTON CITY CODE BY THE 

ADOPTION OF SECTION 52.093 ADOPTING A LANDSCAPE WATER 

MANAGEMENT ORDINANCE; PROVIDING FOR A PENALTY IN THE 

MAXIMUM AMOUNT OF $2,000.00 PER DAY; PROVIDING THAT A 

CULPABLE MENTAL STATE IS NOT REQUIRED FOR COMMITTING AN 

OFFENSE THEREUNDER; PROVIDING FOR A SAVINGS, REPEAL, AND 

SEVERABILITY CLAUSE; AND PROVIDING AN EFFECTIVE DATE. 

 

 

 WHEREAS, the City of Carrollton, Texas (the “City”), recognizes that the amount of 

water available to the City and its water customers is limited; and 

 

 WHEREAS, landscape water management is necessary to ensure that water being 

used for lawn and landscape irrigation is being applied in a manner that prevents waste 

and conserves our water resources; 

 

NOW THEREFORE, BE IT ORDAINED BY THE CITY COUNCIL OF THE 

CITY OF CARROLLTON, TEXAS: 

 

SECTION I 
 

 That Section 52.093 shall be adopted to read as follows: 

 

 A. Lawn and Landscape Irrigation Restrictions 

  1. A person commits an offense if he/she allows exterior plumbing leaks 

to exist. 

  2. A person commits an offense if he/she irrigates, waters, or causes or 

allows the irrigation or watering of lawn or landscape located on any 

property owned, leased, or managed by that person in such a manner 

that causes: 

   a. A constant stream of water onto a street or alley in excess of fifty 

(50) feet from the property, or 

   b. Irrigating lawn or landscape during any form of precipitation.  This 

includes automatic sprinkler systems, or 

   c. Irrigating lawn or landscape when the ambient temperature is 

below 32 degrees Fahrenheit. 

  3. A person commits an offense if he/she operates a lawn or irrigation 

system or device on property that he/she owns, leases, or manages 

that: 
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   a. Has broken or missing sprinkler head(s), or 

   b. Has not been properly maintained to prevent the waste of water. 

 

 B. Rain Sensors and Freeze Gauges 

  1. Any new irrigation system installed within the city’s customer service 

area on or after October 1, 2005, must be equipped with rain and 

freeze sensing devices designed to prevent operation of the irrigation 

system during any form of precipitation or when the ambient 

temperature is below 32 degrees Fahrenheit. 

  2. A person commits an offense on property owned, leased or managed 

by him/her if he/she: 

  a. Installs or allows the installation of new irrigation systems in 

violation of Subsection B.1, or 

  b. Operates or allows the operation of an irrigation system that does 

not comply with Subsection B.1. 

 C. Variances - The City Manager or his/her designee may, in special cases, 

grant variances from the provisions in Subsection A.1 or Subsection B. to 

persons demonstrating extreme hardship or need.  Variances may be 

granted only under all of the following circumstances and conditions: 

  1. Applicant must sign a compliance agreement agreeing to irrigate or 

water the lawn and/or landscape only in the amount and manner 

permitted by the variance. 

  2. The variance must not cause an immediate significant reduction to the 

City’s water supply. 

  3. The extreme hardship or need requiring the variance must relate to the 

health, safety, or welfare of the person making the request. 

  4. The health, safety, and welfare of the public and the person making the 

request must not be adversely affected by the requested variance. 

 D. Revocation of Variances - The City Manager or his/her designee may 

revoke a variance granted when he/she determines that: 

  1. The conditions of Subsection C are not being met or no longer apply, 

  2. The terms of the compliance agreement are violated, or 

  3. The health, safety, or welfare of other persons requires revocation. 

 

SECTION 2 
 

 That neither allegation nor evidence of a culpable mental state is required for proof of 

an offense under this ordinance. 

 

SECTION 3 
 

 That, save and amended by this ordinance, Title V of the Carrollton City Code shall 

remain in full force and effect. 
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SECTION 4 

That all ordinances or  parts of ordinances in conflict with this ordinance are 

specifically repealed. 

SECTION 5 

That the provisions of this ordinance are severable in accordance with Section 

10.07 of the  Carrollton City Code. 

SECTION 6 

That this Ordinance shall become effective from and after its passage as permitted 

by law. 

DULY  PASSED  AND  APPROVED  by the City Council of the City 
2005   . 

of Carrollton, 
Texas, this day of April   19th 

Mark Stokes, Mayor 

ATTEST: 

APPROVED AS TO FORM: 

(R..Clayton 

City Attorney 
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LETTER TO REGION C WATER PLANNING GROUP 
 

 

 

 

 

 

April________, 2014 

 

 

 

 

Mr. Jim Parks  

Chair, Region C Water Planning Group 

North Texas Municipal Water District 

P.O. Box 2408 

Wylie, TX 75098 

 

Dear Mr. Parks: 

Enclosed please find a copy of the recently amended Water Conservation and 

Drought/Emergency Response Plan for the City of Carrollton.  This copy of the Plan is 

submitted to the Region C Water Planning Group in accordance with the rules of the 

Texas Water Development Board and the Texas Commission on Environmental Quality.  

The Carrollton City Council adopted the attached plan on ___________________, _____. 

Sincerely, 

 

 

 

Robert Kopp 

Director of Public Works 
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LETTER TO WHOLESALE WATER SUPPLIER 
 

 

 

 

 

 

April ______, 2014 

 

 

 

 

Jody Puckett 

Director 

Dallas Water Utilities 

City Hall, 4AN 

1500 Marilla 

Dallas, TX  75201 

 

 

 

Dear Ms. Puckett: 

Enclosed please find a copy of the recently amended Water Conservation and Drought 

Emergency Response Plan for the City of Carrollton. 

 

Sincerely, 

 

 

Robert Kopp 

Director of Public Works
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LETTER TO TEXAS COMMISSION ON ENVIRONMENTAL QUALITY 
 

 

 

 

 

 

April ______, 2014 

 

 

 

 

Texas Commission on Environmental Quality 

Water Availability Division 

Resource Protection Team 

MC-160 

P.O. Box 13087 

Austin, TX  78711-3087 

 

 

 

TCEQ Water Availability Division: 

Enclosed please find a copy of the recently amended Water Conservation and Drought 

Emergency Response Plan for the City of Carrollton. 

 

Sincerely, 

 

 

Robert Kopp 

Director of Public Works



 

F-4 

 

LETTER TO TEXAS WATER DEVELOPMENT BOARD 
 

 

 

 

 

 

April ______, 2014 

 

 

 

 

Texas Water Development Board 

P.O. Box 13231 

Austin, TX  78711-3231 

Attn:  Water Conservation Plan Team 

 

 

TWDB Water Conservation Plan Team: 

Enclosed please find a copy of the recently amended Water Conservation and Drought 

Emergency Response Plan for the City of Carrollton. 

 

Sincerely, 

 

 

Robert Kopp 

Director of Public Works 


